




P121-P131 Gas Fireplace

1) For ease of installation, frame your ýreplace after it is positioned and the vent system is installed. Remember to install the top standoffs. See 
the "Unit Assembly Prior to Installation" section.  Use 2x4's and frame to local building codes.

CAUTION: Verify your ýreplace dimensions, framing methods and ýnished wall facing details before framing. Determine the total thickness 
of facing material - drywall plus ceramic tiles, slate, etc. Allow the ýnish surface to be þush with the front or side of the unit. Total facing 
thickness can vary from 1/2" (13mm) to 1-1/4" (32mm) thick.

2) 



P121-P131 Gas Fireplace

COMBUSTIBLE  MANTELS

Because of the extreme heat this ýreplace emits, the mantel clearances are critical.














